See separate drawings for boiler protection wiring.

4321 and 4322 controllers, with 2 FM458 controlling 6 boilers.
FM442 controlling 2 mixed heating circuits.

Buderus

Drawing No 4321-4-0-2    Revision date 11/2009

4321 and 4322 controllers, with 2 FM458 controlling 6 boilers.
FM442 controlling 2 mixed heating circuits.